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June 30, 2026

Dear Bill Hogan,

RE: Report No. 2651
2566 Middle Country Road
Centereach, NY
11720

Thank you for choosing HIGHER ELEVATION LLC to perform your home inspection. The inspection itself and the
attached report comply with the requirements of the Standards of Practice of our national Association. This document
defines the scope of a home inspection.

Clients sometimes assume that a home inspection will include many things that are beyond the scope. We encourage
you to read the Standards of Practice so that you clearly understand what things are included in the home inspection and
report.

The report has been prepared for the exclusive use of our client. No use by third parties is intended. We will not be
responsible to any parties for the contents of the report, other than the party named herein .

The report is effectively a snapshot of the house, recording the conditions on a given date and time. Home inspectors
cannot predict future behavior, and as such, we cannot be responsible for things that occur after the inspection. If
conditions change, we are available to revisit the property and update our report.

The report itself is copyrighted, and may not be used in whole or in part without our express written permission.

Again, thank you so very much for choosing HIGHER ELEVATION LLC to perform your home inspection.
REFERRALS  AND ''REVIEWS'' GREATLY APPRECIATED -  WWW.HIGHERELEVATIONLLC.COM

Sincerely,

Robert Byrne
on behalf of
Higher Elevation Home & Commercial Inspections LLC

Higher Elevation Home & Commercial
Inspections LLC

188 Brown Street
Sea Cliff, NY  11579

(516) 509- 9091



SUMMARY

Higher Elevation LLC would like to thank you for  choosing us to inspect your future home. Please note that every house
needs annual maintenance. It is recommended the home owner budget for repair and maintenance of heating / cooling
systems, plumbing, electric and site drainage (roof and gutters). The BLUE HYPER LINKS in your report will help with
information about your home. Please note any recommended repairs should be done by a licensed and insured
professional. Included on the last page of the report is a REFERENCE LIBRARY - PDF to help you understand your new
house.
All the best
Rob Byrne - Owner / Operator

Priority Maintenance Items

Exterior

EXTERIOR WINDOWS \ Trim
Condition: Flashing loose, missing or deteriorated
Exterior window trim loose- Various
Implication(s): Chance of water damage to structure, finishes and contents
Location: Various
Task: Repair
Time: As soon as practical

LANDSCAPING \ #Driveway
Condition: Cracked or damaged surfaces
Parking lot and driveway in need of repair
Implication(s): Trip or fall hazard
Task: Repair
Time: As soon as practical

Structure

FOUNDATIONS \ Columns or piers
Condition: No footing
No footings under old locust posts
Implication(s): Chance of structural movement
Location: Crawl Space
Task: Improve
Time: As soon as practical

FOUNDATIONS \ Beams (Girders)
Condition: Termite damage
Termite damage to main girder - beam
Implication(s): Weakened structure | Chance of structural movement
Location: Basement
Task: Recommend further evaluation / treatment by a licensed exterminator
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SUMMARY

Condition: Weak connection to column
Improper connection to main beam
Implication(s): Weakened structure
Location: Crawl Space
Task: Improve
Time: As soon as practical

Electrical

RECOMMENDATIONS \ Overview
Condition: Licensed electrician
****RECOMMEND LICENSED ELECTRICIAN FURTHER EVALUATE AND CORRECT ALL WIRING AND SAFETY
CONCERNS PRIOR TO PURCHASE****.

MAIN PANEL \ Wires
Condition: ALUMINUM WIRES
RECOMMEND LICENSED ELECTRICIAN FURTHER EVALUATE AND CORRECT PRIOR TO PURCHASE.
Task: Recommend further evaluation / repair by a licensed electrician

MAIN PANEL \ Subpanel
Condition: Neutrals and grounds not separated
In a sub panel, neutrals and grounds need to be separated because if they are bonded together, it can create a path for
current to flow through the grounding system, potentially causing electrical shock hazards by energizing the metal
enclosure of the panel or connected appliances, which should remain at ground potential; essentially, separating them
ensures the neutral wire carries the current back to the source while the ground wire only functions as a safety path in
case of a fault.
Task: Improve
Time: As soon as practical

Heating

RECOMMENDATIONS \ **Buried oil tank**
Condition: Recommend asking seller if a buried oil tank exists on property. If so request proper abandonment
paperwork and certificate.
Ask seller if buried oil tank ever existed on property
Time: Prior to signing contract
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SUMMARY

Plumbing

RECOMMENDATIONS \ General
Condition: Scope main sewer line
RECOMMEND HAVING MAIN SEWER LINE SCOPED TO DETERMINE CONDITION OF LINE PRIOR TO CONTRACT
SIGNING.
_**_ADD SEWER LINE AND WATER MAIN INSURANCE THRU WATER COMPANY  **_!!!!!!!!!!!!!!!

Condition: Scope cesspools
Recommend scoping cesspool prior to purchasing to determine age and condition.

Interior

WINDOWS \ General notes
Condition: Older windows
Older windows throughout
Recommend getting an estimate for replacement of older windows prior to purchase.
Location: Throughout
Task: Budget for replacement
Time: When necessary

POTENTIALLY HAZARDOUS MATERIALS \ General notes
Condition: Rodent droppings
Rodent droppings observed in various rooms
Recommend further evaluation and treatment by a licensed exterminator
Location: First Floor/ Basement/ Attic
Task: Recommend further evaluation / treatment by a licensed exterminator
Time: As soon as practical

This Summary outlines potentially significant issues from a cost or safety standpoint. This section is provided as a
courtesy and cannot be considered a substitute for reading the entire report. Please read the complete document.This
concludes the Summary section.

The remainder of the report describes each of the home's systems and also details any recommendations we have for
improvements. Limitations that restricted our inspection are included as well.

The suggested time frames for completing recommendations are based on the limited information available during a
pre-purchase home inspection. These may have to be adjusted based on the findings of specialists.

Home Improvement - ballpark costs
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ROOFING

Observation and Recommendations

RECOMMENDATIONS \ Overview
1. Condition: Asphalt shingle roof coverings wear out and are replaced every 20-25 years depending on number of
variables. An annual roof inspection is recommended by a Licensed Roofing Contractor.

2. Condition: Leaks in roof may not appear at time of inspection and sometimes develop due to severe weather
condition after inspection. We cannot predict when or if a roof might leak in the future.

SLOPED ROOFING \ Asphalt shingles
3. Condition: Tree branches touching roof
Tree branches touching roof
Implication(s): Shortened life expectancy of material
Location: Right side
Task: Improve
Time: Soon
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ROOFING

Tree branches touching roof Tree branches touching roof

SLOPED ROOF FLASHINGS \ Chimney flashings
4. Condition: Damage, loose, open seams, patched
Implication(s): Chance of water damage to structure, finishes and contents
Task: Repair
Time: As soon as practical

Damage, loose, open seams, patched

COMMENTS \ Additional
5. Condition: Recommend annual inspection by a licensed roofing contractor.
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ROOFING

Inspection Method and Limitations

General: Age of roof cannot always be determined due to certain roofing materials and conditions.  Leaks in roof may
not appear at time of inspection and sometimes develop due to severe weather condition after inspection. We cannot
predict when or if a roof might leak in the future.

Inspection performed:
By walking on roof

By walking on roof By walking on roof

General Info and Descriptions

Sloped roofing material:
Asphalt shingles

Asphalt shingles Asphalt shingles
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EXTERIOR

Observation and Recommendations

RECOMMENDATIONS \ Overview
6. Condition: Gutters and downspouts help to ensure dry basements and crawlspaces. The less water near the
foundation, the lower the risk of water penetration into basement.

7. Condition: ****NOTE: The home inspector is not required to: Move personal items, panels, furniture, equipment,
plant life, soil, snow, ice or debris that obstructs access or visibility. Please note that an inspection is not a guarantee that
you do not have termites or damage in visually inaccessible areas, such as inside walls or behind finished basement
surfaces. Recommend an annual Termite and/or Carpenter Ant inspection.

ROOF DRAINAGE \ Gutters
8. Condition: Dirty/debris
Keep gutters cleaned of debris
Location: Various
Task: Clean
Time: As soon as practical

Dirty/debris

ROOF DRAINAGE \ Downspouts
9. Condition: Should discharge 6 feet from building
Extend downspouts further away from building to prevent moisture from entering.
Implication(s): Chance of water damage to structure, finishes and contents
Location: Various
Task: Improve
Time: As soon as practical
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EXTERIOR

Should discharge 6 feet from building Should discharge 6 feet from building

10. Condition: Missing
Various downspouts loose/ missing pieces
Implication(s): Chance of water damage to structure, finishes and contents
Location: Various
Task: Repair
Time: As soon as practical
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EXTERIOR

Missing Missing

WALLS \ -Wood siding
11. Condition: Rot
Implication(s): Weakened structure | Material deterioration
Location: Left Side
Task: Repair or replace
Time: As soon as practical

Rot

12. Condition: Loose / Missing pieces
Various siding loose/ cracked
Repair and maintain as needed
Location: Rear
Task: Repair
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EXTERIOR

Time: As soon as practical

Loose / Missing pieces Loose / Missing pieces

WALLS \ -Siding and trim
13. Condition: Loose or missing pieces
Metal flashing loose and missing
Implication(s): Chance of water damage to structure, finishes and contents
Location: Left Side
Task: Repair
Time: As soon as practical

Loose or missing pieces Loose or missing pieces

EXTERIOR WINDOWS \ Trim
14. Condition: Flashing loose, missing or deteriorated
Exterior window trim loose- Various
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EXTERIOR

Implication(s): Chance of water damage to structure, finishes and contents
Location: Various
Task: Repair
Time: As soon as practical

Flashing loose, missing or deteriorated Flashing loose, missing or deteriorated

EXTERIOR WINDOWS \ Wells
15. Condition: Keep window well drainage area 6-8 inches below window sill to prevent moisture from entering house
Covering window wells will help in keeping debris out of opening.

Keep window well drainage area 6-8 inches...

DOORS \ General notes
16. Condition: Water leaks
Rear Bilco doors leaking into stairwell
Implication(s): Chance of damage to finishes and structure
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EXTERIOR

Water leaks

LANDSCAPING \ #Walkway
17. Condition: Uneven (trip hazard)
Walkway trip hazards
Implication(s): Physical injury

Uneven (trip hazard) Uneven (trip hazard)

LANDSCAPING \ #Driveway
18. Condition: Cracked or damaged surfaces
Parking lot and driveway in need of repair
Implication(s): Trip or fall hazard
Task: Repair
Time: As soon as practical
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EXTERIOR

Cracked or damaged surfaces Cracked or damaged surfaces

19. Condition: Improper slope or drainage
Soil washed away/ drainage needs improvement
Implication(s): Chance of water damage to structure, finishes and contents
Location: Left Side
Task: Improve
Time: As soon as practical
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EXTERIOR

Improper slope or drainage

20. Condition: Uneven (trip hazard)
Various trip hazards around the property
Implication(s): Physical injury
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EXTERIOR

Uneven (trip hazard) Uneven (trip hazard)

GARAGE \ Floor
21. Condition: Cracked
Minor cracks in garage floor slabs are common
Implication(s): Uneven floors
Location: Garage
Task: Repair
Time: As soon as practical

Cracked Cracked

GARAGE \ Vehicle doors
22. Condition: Gaps around door when closed.
Location: Garage
Task: Improve
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EXTERIOR

Time: As soon as practical

Gaps around door when closed.

GARAGE \ Door operators
23. Condition: Missing safety sensors
Location: Garage
Task: Provide
Time: As soon as practical
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STRUCTURE

Observation and Recommendations

FOUNDATIONS \ Columns or piers
25. Condition: No footing
No footings under old locust posts
Implication(s): Chance of structural movement
Location: Crawl Space
Task: Improve
Time: As soon as practical

No footing No footing

No footing No footing

FOUNDATIONS \ General notes
26. Condition: Spalling on foundation
Foundation wall spalling in need of repair
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ELECTRICAL

Observation and Recommendations

RECOMMENDATIONS \ Overview
29. Condition: Licensed electrician
****RECOMMEND LICENSED ELECTRICIAN FURTHER EVALUATE AND CORRECT ALL WIRING AND SAFETY
CONCERNS PRIOR TO PURCHASE****.

Licensed electrician Licensed electrician 

MAIN PANEL \ Distribution panel
30. Condition: Crowded
Panel crowded budget for upgrade
Implication(s): Electric shock | Fire hazard

Crowded Crowded

MAIN PANEL \ Wires
31. Condition: ALUMINUM WIRES
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HEATING

Observation and Recommendations

RECOMMENDATIONS \ General
35. Condition: Recommend an annual service contract with a licensed heating contractor.

BOILER \ Heating system
36. Condition: Rust
Boiler in need of service - rust

Rust Rust

RECOMMENDATIONS \ **Buried oil tank**
37. Condition: Recommend asking seller if a buried oil tank exists on property. If so request proper abandonment
paperwork and certificate.
Ask seller if buried oil tank ever existed on property
Time: Prior to signing contract

CHIMNEY \ Masonry chimney
38. Condition: Loose, missing or deteriorated masonry
Implication(s): Material deterioration
Task: Repair or replace
Time: As soon as practical
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COOLING & HEAT PUMP

Inspection Method and Limitations

Window unit:
Window and wall mounted Air Conditioning units are not inspected because they can be removed prior to closing. Units

are tested during summer months only as a courtesy. We recommend upgrading to newer more efficient units every 5-10
years.
Wall units were not tested due to low temperatures

Window and wall mounted Air Conditioning...
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INSULATION AND VENTILATION

General Info and Descriptions

General:
General view of attic

General view of attic General view of attic

****NOTE: Venting of exhaust fans or clothes dryer cannot be fully inspected. Bends or obstructions can occur without
being accessible or visible (behind wall and ceiling coverings). Only insulation that is visible was inspected. Please be
aware that the inspector has your best interest in mind. Any repair items mentioned in this report should be considered
before purchase. It is recommended that qualified contractors be used in your further inspection or repair issues as it
relates to the comments in this inspection report

Attic/roof insulation material: Glass fiber

Attic/roof ventilation: Roof vent

Wall insulation material: Not visible

Floor above basement/crawlspace insulation material: None found
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PLUMBING

Observation and Recommendations

RECOMMENDATIONS \ General
40. Condition: Scope main sewer line
RECOMMEND HAVING MAIN SEWER LINE SCOPED TO DETERMINE CONDITION OF LINE PRIOR TO CONTRACT
SIGNING.
_**_ADD SEWER LINE AND WATER MAIN INSURANCE THRU WATER COMPANY  **_!!!!!!!!!!!!!!!

Scope main sewer line Scope main sewer line
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INTERIOR

Observation and Recommendations

RECOMMENDATIONS \ General
44. Condition: Evidence of rodent activity recommend further evaluation to determine if problem was taken care of by
owner
Evidence rodent activity have licensed exterminator treat

Evidence of rodent activity recommend...

45. Condition: ****NOTE: The home inspector is not required to observe: Paint, wallpaper, and other finish treatments
on the interior walls, ceilings, and floors; Carpeting; or Draperies, blinds, or other window treatments.

WINDOWS \ General notes
46. Condition: Inoperative
Rear window was screwed shut
Implication(s): System inoperative or difficult to operate | Reduced comfort | Restricted emergency exits
Location: Rear
Task: Repair or replace
Time: Discretionary
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APPENDIX

Wood Destroying Insect Inspection Report  Please read important consumer information on Notice:   page 2

Inspection Company, Address & Phone

                            188 Brown St
                            Sea Cliff,  

                           

NY   

                           

11579

Company’s Pest Control Business Lic. No. Date of Inspection

Address of Property Inspected

 This report is indicative of the condition of the above identified structure(s) on the date of inspection and is 
not to be construed as a guarantee or warranty against latent, concealed, or future infestations or wood destroying insect damage. 

 evidence of wood destroying insects was observed

 evidence of wood destroying insects was observed as follows:

1. Live insects (description and location):

2. Dead insects, insect parts, frass, shelter tubes, exit holes, or staining (description and location):

3.  damage from wood destroying insects was noted as follows (description and location):

 If any questions arise regarding damage indicated by this report, it is recommended that the buyer or any interested parties contact a 

qualified structural professional to determine the extent of damage and the need for repairs.                    

No action and/or treatment recommended: (Explain if Box B in Section II is checked):

Recommend treatment for the control of:

The following areas of the structure(s) inspected were obstructed or inaccessible:

Basement: STORAGE 

Crawlspace: LIMITED ACCESS 

Main Level: FINISHED WALLS, FLOORS AND CEILINGS; FURNITURE/ STORAGE 

Attic: FLOORING; INSULATION; LIMITED ACCESS 

Garage: STORAGE; EXTERIOR SIDING 

Exterior: EXTERIOR SIDING 

Porch:

Addition:

Other:

The inspector may write out obstructions
or use the following optional key:

1. Fixed ceiling
2. Suspended ceiling
3. Fixed wall covering
4. Floor covering
5. Insulation
6. Cabinets or shelving
7. Stored items
8. Furnishings
9. Appliances
10. No access or entry
11. Limited access
12. No access beneath
13. Only visual access
14. Cluttered condition

15. Standing water
16. Dense vegetation
17. Exterior siding
18. Window well covers
19. Wood pile
20. Snow
21. Unsafe conditions
22. Rigid foam board
23. Synthetic stucco
24. Duct work, plumbing,
and/or wiring
25. Spray foam
 insulation
26. Equipment

                            Attachments                            

 or Owner(s) if refinancing. Seller acknowledges 

that all information regarding W.D.I. infestation, damage, repair, and treatment 

history has been disclosed to the buyer.

X

 The undersigned hereby acknowledges 

receipt of a copy of both page 1 and page 2 of this report and 

understands the information reported.

X

                                                                                                                                                                                                                                                                                                                                                                                                            

Section I. General Information

                            Higher Elevation LLC                            

(516) 509-9091

2025-01-02

2566 Middle Country Road, Centereach, NY 11720

Inspector’s Name, Signature & Certification, Registration, or Lic. #

Robert Byrne T1900181

Structure(s) Inspected

OFFICE AND GARAGE 

 Section II. Inspection Findings
Based on a careful visual 

inspection of the readily accessible areas of the structure(s) inspected:

A. No visible

B. Visible

Visible

** TERMITE DAMAGED MAIN GIRDER IN BASEMENT **

NOTE: This is not a structural damage report. If box B above is checked, it should be understood that some degree of damage, including hidden 

damage, may be present.

 Section III. Recommendations

* RECOMMEND TREATMENT BY A LICENSED EXTERMINATOR *

Section IV. Obstructions and Inaccessible Areas

Section V. Additional Comments and Attachments (these are an integral part of the report)

** TERMITE DAMAGED MAIN GIRDER IN BASEMENT **
* RECOMMEND TREATMENT BY A LICENSED EXTERMINATOR *

Signature of Seller(s) Signature of Buyer.

                                                                                                                                                                                                        

 (7/01/19)  © 2019 National Pest Management Association. All Rights Reserved. No reproduction of this form is permitted without the express 
permission of NPMA Previous editions are obsolete after 12/31/19. This form is approved for FHA and VAloans.                        
Form NPMA-33 Page 1 of 2

2566 Middle Country Road, Centereach, NY     January 2, 2025

Providing great inspections for every client every time

Report No. 2651

Page 49 of 51

SUMMARY ROOFING EXTERIOR STRUCTURE ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR

APPENDIX REFERENCE



REFERENCE LIBRARY

The links below connect you to a series of documents that will help you understand your home and how it works. These
are in addition to links attached to specific items in the report.

Click on any link to read about that system.

01. ROOFING, FLASHINGS AND CHIMNEYS

02. EXTERIOR

03. STRUCTURE

04. ELECTRICAL

05. HEATING

06. COOLING/HEAT PUMPS

07. INSULATION

08. PLUMBING

09. INTERIOR

10. APPLIANCES

11. LIFE CYCLES AND COSTS

12. SUPPLEMENTARY

Asbestos

Radon

Urea Formaldehyde Foam Insulation (UFFI)

Lead

Carbon Monoxide

Mold

Household Pests

Termites and Carpenter Ants

13. HOME SET-UP AND MAINTENANCE

14. MORE ABOUT HOME INSPECTIONS
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