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June 30, 2026

Dear Mike Diaz,

RE: Report No. 3146
1020 Grand Concourse   Unit 17V
Bronx, NY
10451

Thank you for choosing HIGHER ELEVATION LLC to perform your home inspection. The inspection itself and the
attached report comply with the requirements of the Standards of Practice of our national Association. This document
defines the scope of a home inspection.

Clients sometimes assume that a home inspection will include many things that are beyond the scope. We encourage
you to read the Standards of Practice so that you clearly understand what things are included in the home inspection and
report.

The report has been prepared for the exclusive use of our client. No use by third parties is intended. We will not be
responsible to any parties for the contents of the report, other than the party named herein .

The report is effectively a snapshot of the house, recording the conditions on a given date and time. Home inspectors
cannot predict future behavior, and as such, we cannot be responsible for things that occur after the inspection. If
conditions change, we are available to revisit the property and update our report.

The report itself is copyrighted, and may not be used in whole or in part without our express written permission.

Again, thank you so very much for choosing HIGHER ELEVATION LLC to perform your home inspection.
REFERRALS  AND ''REVIEWS'' GREATLY APPRECIATED -  WWW.HIGHERELEVATIONLLC.COM

Sincerely,

Robert Byrne
on behalf of
Higher Elevation Home & Commercial Inspections LLC

Higher Elevation Home & Commercial
Inspections LLC

188 Brown Street
Sea Cliff, NY  11579

(516) 509- 9091

Jim Coccaro

Jim Coccaro

Jim Coccaro

Jim Coccaro

Jim Coccaro

Jim Coccaro



SUMMARY

Higher Elevation LLC would like to thank you for  choosing us to inspect your future home. Please note that every house
needs annual maintenance. It is recommended the home owner budget for repair and maintenance of heating / cooling
systems, plumbing, electric and site drainage (roof and gutters). The BLUE HYPER LINKS in your report will help with
information about your home. Please note any recommended repairs should be done by a licensed and insured
professional. Included on the last page of the report is a REFERENCE LIBRARY - PDF to help you understand your new
house.
All the best
Rob Byrne - Owner / Operator

Priority Maintenance Items

Electrical

DISTRIBUTION \ Outlets
Condition: No GFCI/GFI (Ground Fault Circuit Interrupter)
GFCI stands for Ground Fault Circuit Interrupter. GFCI outlets are electrical safety devices designed to protect people
from electric shock and prevent electrical fires. They are commonly found in areas where there is a higher risk of
electrical hazards, such as bathrooms, kitchens, outdoor areas, garages, and basements. Recommend licensed
electrician repair all electrical concerns.
Implication(s): Electric shock

This Summary outlines potentially significant issues from a cost or safety standpoint. This section is provided as a
courtesy and cannot be considered a substitute for reading the entire report. Please read the complete document.This
concludes the Summary section.

The remainder of the report describes each of the home's systems and also details any recommendations we have for
improvements. Limitations that restricted our inspection are included as well.

The suggested time frames for completing recommendations are based on the limited information available during a
pre-purchase home inspection. These may have to be adjusted based on the findings of specialists.

Home Improvement - ballpark costs
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http://www.discoverhorizon.com/hrb/PDFS_2011/HRB_13_Maintenance_2011.pdf
https://www.discoverhorizon.com/hrb/article.aspx?ASKID=551&DROPDOWN=3644
http://www.discoverhorizon.com/hrb/PDFS_2011/HRB_11_Life_Cycles_2011.pdf
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EXTERIOR

Observation and Recommendations

DOORS \ Doors and frames
1. Condition: Screen torn

Screen torn Screen torn

COMMENTS \ Additional
2. Condition: See Home Reference Library on last page of report for more information and understanding of your new
house.

3. Condition: Photos are only a representative sample of condition observed. There may be other areas of concern not
shown by photo but stated in the report as a recommendation.
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ELECTRICAL

Observation and Recommendations

DISTRIBUTION \ Outlets
4. Condition: No GFCI/GFI (Ground Fault Circuit Interrupter)
GFCI stands for Ground Fault Circuit Interrupter. GFCI outlets are electrical safety devices designed to protect people
from electric shock and prevent electrical fires. They are commonly found in areas where there is a higher risk of
electrical hazards, such as bathrooms, kitchens, outdoor areas, garages, and basements. Recommend licensed
electrician repair all electrical concerns.
Implication(s): Electric shock

No GFCI/GFI (Ground Fault Circuit... No GFCI/GFI (Ground Fault Circuit...
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https://www.discoverhorizon.com/hrb/article.aspx?ASKID=551&DROPDOWN=3644
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ELECTRICAL

COMMENTS \ Additional
5. Condition: See Home Reference Book located on last page of report for additional information and understanding of
the systems in your home.

General Info and Descriptions

General: More than 25% of all Smoke and Carbon Monoxide detectors do not operate properly. Recommend any
Smoke and Carbon Monoxide detectors that are over 10 years old or have damaged test buttons be replaced
immediately.

Service entrance cable and location: Not visible

Service size: Unable to determine no access

Main disconnect/service box type and location:
Breakers

Breakers Breakers

Type and number of outlets (receptacles): Grounded and ungrounded - typical Ground Fault outlets (GFCI) and/or
breakers are required for safety, in all interior and exterior areas, where water will be in contact with an electrical power
source. Ground fault circuit interrupter (GFCI) devices should be tested periodically to ensure they remain in proper
working condition.

Smoke alarms (detectors): Recommend replacing prior to moving in

Carbon monoxide (CO) alarms (detectors):
Present
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https://www.discoverhorizon.com/hrb/HHRB.aspx?id=906&DROPDOWN=3909
https://www.discoverhorizon.com/hrb/HHRB.aspx?id=934&DROPDOWN=3100085
Jim Coccaro



ELECTRICAL

Present

Recommend replacing prior to moving in
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HEATING

Observation and Recommendations

RECOMMENDATIONS \ General
6. Condition: Recommend an annual service contract with a licensed heating contractor.

Inspection Method and Limitations

General: Older houses with a masonry chimney need to be visually inspected by a professional chimney sweep to
further evaluated condition of chimney prior to closing.

Inspection prevented/limited by:
System was shut off

System was shut off System was shut off

Not included as part of a building inspection: Interiors of vent systems, flues, and chimneys

General Info and Descriptions

General: ****NOTE: The heating and cooling system of this home was inspected and reported on with the information
below. While the inspector makes every effort to find all areas of concern, some areas can go unnoticed. The inspection
is not meant to be technically exhaustive. The inspection does not involve removal and inspection behind service door or
dismantling that would otherwise reveal something only a licensed heat contractor would discover. Please be aware that
the inspector has your best interest in mind. Any repair items mentioned in this report should be considered before
purchase. It is recommended that qualified contractors be used in your further inspection or repair issues as it relates to
the comments in this inspection report. The home inspector is not required to: Operate heating systems when weather
conditions or other circumstances may cause equipment damage; Operate automatic safety controls; Ignite or extinguish
solid fuel fires; or Observe: The interior of flues; Fireplace insert flue connections; Humidifiers; Electronic air filters; or
The uniformity or adequacy of heat supply to the various rooms.
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COOLING & HEAT PUMP

Observation and Recommendations

AIR CONDITIONING \ Life expectancy
7. Condition: Old
Implication(s): Equipment failure | Reduced comfort

Old Old
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https://www.discoverhorizon.com/hrb/article.aspx?ASKID=2050&DROPDOWN=7966
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PLUMBING

Observation and Recommendations

FIXTURES AND FAUCETS \ Sink
8. Condition: Loose
Implication(s): Chance of water damage to structure, finishes and contents | Damage or physical injury due to falling
materials | Sewage entering the building

Loose

FIXTURES AND FAUCETS \ Toilet
9. Condition: Flush mechanism inoperative
Implication(s): Equipment failure | Sewage entering the building
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PLUMBING

Flush mechanism inoperative Flush mechanism inoperative

Inspection Method and Limitations

Items excluded from a building inspection: Water quality Isolating/relief valves & main shut-off valve Concealed
plumbing Tub/sink overflows

General Info and Descriptions

General: ****NOTE: Washing machine drain line for example cannot be checked for leaks or the ability to handle the
volume during drain cycle. Older homes with galvanized supply lines or cast iron drain lines can be obstructed and barely
working during an inspection but then fails under heavy use. If the water is turned off or not used for periods of time (like
a vacant home waiting for closing) rust or deposits within the pipes can further clog the piping system. Please be aware
that the inspector has your best interest in mind. Any repair items mentioned in this report should be considered before
purchase. It is recommended that qualified contractors be used in your further inspection or repair issues as it relates to
the comments in this inspection report.
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INTERIOR

Observation and Recommendations

RECOMMENDATIONS \ General
10. Condition: ****NOTE: The home inspector is not required to observe: Paint, wallpaper, and other finish treatments
on the interior walls, ceilings, and floors; Carpeting; or Draperies, blinds, or other window treatments.

APPLIANCES \ Stove
11. Condition: Anti-tip device missing
Anti - tip bracket is an L-shaped metal piece installed where the wall meets the floor behind the stove. Anti-tip brackets
are especially advised in homes with children.
Implication(s): Physical injury
Location: Kitchen
Task: Provide
Time: As soon as practical

Anti-tip device missing

Anti-tip device missing

Inspection Method and Limitations

Inspection limited/prevented by: Storage/furnishings

Not tested: Dishwasher

Not included as part of a building inspection: Carbon monoxide alarms (detectors), security systems, central vacuum
Cosmetic issues Appliances Aesthetics or quality of finishes Underground components (e.g., oil tanks, septic fields,
underground drainage systems) Environmental issues including asbestos

Appliances: Appliances are not inspected or moved as part of a building inspection
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INTERIOR

General Info and Descriptions

General: Reference library is provided on last page of report. This will help in understanding how your new house
functions and scheduled preventative maintenance items to consider. Any questions feel free to call anytime. Enjoy and
good luck with your new home.
All the best - Rob and Chris Byrne  516-509-9091
Higher Elevation Home Inspections LLC

Major floor finishes: Hardwood Tile

Major wall finishes: Plaster/drywall

Major ceiling finishes: Plaster/drywall

Windows: Single/double hung

Glazing: Double

Exterior doors - type/material: Hinged

Oven fuel: Gas

Cooktop fuel: Gas

Appliances: Refrigerator Dishwasher Microwave/Exhaust Fan Combo Range

Laundry facilities: No washer and dryer

Inventory Range:
LG

LG LG

Inventory Dishwasher:
Maytag
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https://www.discoverhorizon.com/hrb/HHRB.aspx?id=2254&DROPDOWN=1998
https://www.discoverhorizon.com/hrb/HHRB.aspx?id=2331&DROPDOWN=4304
https://www.discoverhorizon.com/hrb/HHRB.aspx?id=2368&DROPDOWN=4305
https://www.discoverhorizon.com/hrb/HHRB.aspx?id=2426&DROPDOWN=5460
https://www.discoverhorizon.com/hrb/HHRB.aspx?id=2474&DROPDOWN=1384
Jim Coccaro



INTERIOR

Maytag Maytag

Inventory Refrigerator:
Samsung

Samsung Samsung

Inventory Microwave or Microwave/Rangehood: GE

END OF REPORT
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REFERENCE LIBRARY

The links below connect you to a series of documents that will help you understand your home and how it works. These
are in addition to links attached to specific items in the report.

Click on any link to read about that system.

01. ROOFING, FLASHINGS AND CHIMNEYS

02. EXTERIOR

03. STRUCTURE

04. ELECTRICAL

05. HEATING

06. COOLING/HEAT PUMPS

07. INSULATION

08. PLUMBING

09. INTERIOR

10. APPLIANCES

11. LIFE CYCLES AND COSTS

12. SUPPLEMENTARY

Asbestos

Radon

Urea Formaldehyde Foam Insulation (UFFI)

Lead

Carbon Monoxide

Mold

Household Pests

Termites and Carpenter Ants

13. HOME SET-UP AND MAINTENANCE

14. MORE ABOUT HOME INSPECTIONS
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https://hcloud.blob.core.windows.net/hrbpdfs/HRB_1_Roofing_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_2_Exterior_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_3_Structure_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_4_Electrical_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_5_Heating_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_6_Cooling_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_7_Insulation_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_8_Plumbing_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_9_Interior_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_10_Appliances_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_11_Life_Cycles_2013.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_12_Supplementary_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_13_Maintenance_2011.pdf
https://hcloud.blob.core.windows.net/hrbpdfs/HRB_14_Appendix_A_2011.pdf
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